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Configuration 
 
The signal lamp CFS-A03 can be adapted for different applications. For this 
proceed as follows: 
 
To change the connections, loosen the 4 screws of the base plate and remove the 
base plate. 
 
 
 
 

 
 
 

Do not alter connection „COM“ (GND) 
 

Model GAB Models KFB-TM, KFS-TM, CFS, CPB 
COM (GND) Black COM (GND) Black 
OUT 1 Yellow OUT 1 Yellow 
OUT 2 ---- OUT 2 Red 
OUT 3 Red OUT 3 Green 
OUT 4 Green OUT 4 ---- 
 
 


